
D:V742

D:Q
T40

5

D:SEXFV

D:SEXF!

D:SEXDV

D:SEXDIA56
R01

A55
R08

A55
R09

A55
R07

A55
R06

A55
R05

A55
R04

A56
R02

A56
R03

A56
R04

A56
R05

A56
R06

A56
R07

A57
R01

A57
R07

A57
R06

A57
R05

A57
R04

A57
R03

A57
R02

B56
R01

B55
R08

B55
R06

B55
R07

HVAC
AHU-1-4AHU1-4

HVAC
AHU-1-5

AHU1-5

LP-AP50-1

PHP-AP50-1

PHP-AP50-3

PHP-AP50-2

DHP-AP50-1
(LOTO)

TR
-789

PH
P-AP-EM

PP-AP50-

Fan #10

Air Compressor 1A 7 1B

PP
-A

P5
0-

9

PP
-A

P5
0-

8

PP
-A

P5
0-

10

PP
-A

P5
0-

5

PP
-A

P5
0-

7

TR
-8

29

TR
-8

32

TR
-8

35

TR
-?

??

D:IB
B51

R04

B51
R05

B51
R01

B51
R02

B51
R03

SpareD:Q404

B51
R11

B51
R10

B51
R09

B51
R08

B51
R06

B51
R07

A53
R10

A53
R03

A53
R02

A53
R04

A53
R05

A53
R06

A53
R07

A53
R01

A53
R08

A53
R09

Spare
D:Q

A04 SpareSpare B53
R01

B53
R02

B53
R03

B53
R04

Chiller

B51
R00

HVAC
AHU-1-2AHU1-2

HVAC
AHU-1-1AHU1-1

HVAC
AHU-1-3AHU1-3 PP-AP50-3

TR
-808

TR
-AP136

TR
-817

TR
-816

A:O
CT12

Disc
on

ne
ct

A:O
CT10

Disc
on

ne
ct

PP-AP50-6

Chiller
Breaker

D:VHA05Air
Compressor Spare

To Tunnel

D:ASEP

D:VA03

Spa
re

D:AQ01 g-2

PS
Charging

D:ASEP
ControlsD:ASEP Mu2E

PS
Charging

DS-PHP-AP-50-7

LOTO

PHP-AP-50-7

D:KPS5A

PLC

RF PA
RF PA

North South

AP50 Service Building

spb 31 Dec 2019

ArCO2
Gas

Bottles

He Gas
Bottle

In the Computer Room:
PP-AP50-9CR
TR-AP213
PHP-AP50-5
TR-860
PP-AP50-7CR
TR-857
PP-AP50-8CR

Abort
Line
PS

Abort
Line
PS

Sextupole PS

D:IB

Emergency
Generator

M3 Line PS DI Bottle

N2 Gas
Bottle

Maximum
Chiller

AP50 LCW
Cavity Cooling

System


